Lip of gutter

3” min.
6” max.

Existing sidewalk

Excess pavement to be removed and replaced.

Rockwheel

Sawcut

Exist. ground

Use 3” min. Asphalt concrete or match exist. pavement thickness.

12”

24” Min.

Telephone/Elec. Conduit

Trench width as required, 6” max.

Controlled Density Fill (See specs)

NOTE:

1. Allow controlled density fill (CDF) to set 12 hours before placing asphalt concrete in trench.

CITY OF BRISBANE
DEPARTMENT OF PUBLIC WORKS

STANDARD DETAIL

DATE: 08/12/08

ROCKWHEEL TRENCH

UT-3